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1. LEVEL 0 = RL 7650
2. LEVEL 1 = RL 11250
3. LEVEL 2 = RL 15450
4. ROOF LEVEL1 = RL 23800
5. BL'S TO DUCTS AND PIPES ARE GIVEN FROM  STRUCTURAL LEVEL
5. CEILING ACCESS PANEL FOR DAMPERS SHOWN
    THUS:

6. ALL CEILING HEIGHTS SHOWN THUS:    2700

DUCT LEGEND:

E - EXHAUST AIR
R - RETURN AIR
S - SUPPLY AIR
OA - OUT DOOR AIR

1 - PLAIN GMS
2 - GMS c/w 25MM INT. INSULATION
3 - GMS c/w 50MM INT. INSULATION
4 - GMS c/w 25MM EXT. INSULATION
5 - GMS c/w 50MM EXT. INSULATION
6 - EXTERNAL FIRE PROOFING
7 - 10MM INT. THERMO BREAK INSULATION
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